Metro Daycare
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Metro Daycare, 13400 Scheafer Hwy., Detroit, ML, on May 19, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Demetrius
Danforth on April 21st. 2016.

2.SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any

questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters onica Starks, CIEC
Field Scientist rincipal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 365441
512712016
Customer:  G. S: Group Source: Metro Daycare, DC-01-KC-01-P
Monica Starks i
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Mi 48203

DatefTime Received:  5/20/2016 14:25
Collected by: M. Efters
The results herein conform to TNI and ISO/EC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

*
Any "Level Delected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DFY This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standard Unts LRL  lewl  DF DatefTme ~ Dae  DatelTime

Detected ~ Sampled = Prepped  Analyzed

inorganic Analytes - Metals

1030  lead . s

These test results may be used for compliance purpose as required.

iAna!yst : Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laborafories, Lid,
Page 1 of 1 355441 Lead Only Date Printed: 5/27/2016 7.54:19 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 35§442
512712016
Customer:  G. S. Group Source: Metro Daycare, DC-01-KC-01-F
Monica Starks )
17800 Woodward Ave Source City: Detroit
#200 Source State: M

Detroit, Mi 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNi and 1SOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastemn Time.
Legend:

Any 'Level Detected" marked with an asterisk ("} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit {LRL)
"NA" Not Analyzed

“Standard"  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant Method Slandard  Unts LRL  levl DF Date/Time  Date  DatelTime

Detected ~  Sampled  Prepped  Analyzed

Inorganic Analytes - Metals
> 2{398 amsmgl A e

These test results may be used for compliance purpose as required.

{Analyst 4 Tests
EC 200.8

Jamaes Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355442 Lead Only Date Printed: 5/27/2016 7:54:20 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356443
512712016
Customer:  G. S. Group Source: Metro Daycare, DC-01-WC-02-P
Monica Starks i
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, MI 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Easlern Time.
Legend:

Any ‘Level Delected’ marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit {LRL)
"NA" Mot Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aberatory can detect a contaminant.
"DF" This column indicates the contaminant difution factor.
Report Notes:
Fedid# Contaminant  Method Standard  Units LRL leel  DF Daeffme  Dae  DatefTime

_ Delected =~ Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This repori cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355443 Lead Only Date Printed: 5/27/2016 7:54.20 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355444
512712016
Customer:  G. S. Group Source: Metro Daycare, DC-01-WC-02-F
Monlca Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, MI 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit {LRL)
“NA" Not Analyzed
“Standard"  This column indicates either the Maximurm Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest leve! that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor. :
Report Notes:
Fedld# Contaminant  Method Standard  Unfts LRL  Level  DF DateMme  Dae  DatelTime

Detected =~ Sampled =~ Prepped  Analyzed

inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

James Abston, Operations Manager

This repori cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355444 Lead Only Date Printed: §/27/2016 7:54:20 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
5§56 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 3664456
512712016
Customer:  G. S. Group Source:  Melro Daycare, DC-02-CBF-03-P
Monica Starks
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M! 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastem Time.
Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND> This contaminant was not detected at or above our fower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline valuas for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest leve! that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor. '
Report Notes:
Fedld# Contaminant ~ ‘  Method Standard Units LRL  level  DF Datefi me Date  DatelTime

_ Detecled  Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

1080 tead 2008 0015

EE s

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd,
Page 1 of 1 355445 Lead Only , Date Printed: 5/27/2016 7:54.20 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
656 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356446
512712016
Customer:  G. S. Group Source: Metro Daycare, DC-02-CBF-03-F
Monica Starks i
17800 Woodward Ave Sourcs City: Detroit
#200 Source State: MI

Detroit, Ml 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates thal the value has exceeded the EPA Maximum Contaminant Level {(MCL) or one of the Standards of
Quality.

"ND™ This cantaminant was not detected at or above our lower reporting limit (LRL)
NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can delect a contaminant.
"DF" This column indicates the contaminant dilution factor,
Report Notes:
Fedld# Contaminant _ Method Standard  Units LRL  Llevl ~  DF DateTime  Date  DatefMime
~ ‘ ‘ . _ Detected =~ Sempled = Prepped  Analyzed

Inorganic Analytes - Metals
gl 0001 WD

son0fs 079

These test results may be used for compliance purpose as required.

alyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355446 Lead Only Date Printed: 5/27/2016 7-54:20 AM



General Compliance

lational Testin.
Laboratoﬂes, U:d Order Number: 2077502
P P N Order Date: 05/16/2016
Q%alii)’ Water AW«%’ Sample Number: 1A IE
1-800-458-3330 Product: Lead Only 3551*%3
Sample Pald: No Payment Method:
Soid To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting iInformation:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:

Lab Comments/Spesial Instructions:

Diate Sampled ::i); _«f‘;QI’lé».

Time Sampled fm.f.z_-:.;iz,_ Please Usa Military Time, 8.¢. 3.00pm = 15:00
Check Time Zone: sT[jcsT[ImsT[]PST

{lient Name: d’m £

Prone Mumber: 5"3 - 333. Yy 90

Fax Humber:

PWS ID# (if applicable): ,) /;ﬁ Stata Forms:
Sample 1D or Source: Déa ’ Ké—0Ol— P
e Lab Sample informe@dgly $ 2913
Source Type: [ Spring [ Well [B/M”“'C‘Pa‘ [ Surface Date Recelved: /
Other:

= - - H Time Received:_/ *) : _Q,ﬁ__
City & g%ﬁt«%;mw v ' . -

) (i Diforont than Abovs) Recelved By: IS E

/g, Sampila recaipt criteria checked & accaptable.
Sample Collectad By! D Deviations from accaptable sample raceipt criteria notsd
; ignature) on PSA form.
Sample Collected By: er e}ﬁﬂ{,}/g
{Please l"rint)
Farm Completed By: }\J/,:g/w %6
Additional Comments: . # e
p ; - 3 . - .
CN L )4

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Order Number: 2077502
Order Date: 05/16/2016
Sample Number. T
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Chack #:

Date Sampled _&; ‘!MZMQ{_&

Time Sampled :,M.:ZW:_EZ Pleass Usa Military Time, e.g. 3:00pm = 1500
Check Time Zone: Eyt—_{sr JestmsT[]PST
Client Mame: Fo a4

Phone Number: '5)?7'835 "'L/"/‘/‘)

Fax Mumber:

PWS 38 (f applicablel A}/A

Saraple ID or Source: Dc ~Ol- K(",«O[ - ‘C

Source Type: [[] Spring [ Well Municipal [[] Surface
{1 Other:

city & state:_pdepit My

(it Diftorent than Abovs)

&
Sample Collected %W,
{Signature)

Sample Collected By: Nlc}w.,{ (:'H’&V’;

(Pleass Print)

Form Completed By: 1\‘{;6!%4,/) E'H'i(g

Additional Comments:

Lab Commoents/Speclal instructions:

State Forms:

LabSamp!e!nfomw % 0 zmg

Date Recelved:
Time Recelved: I >~ : 2.2
Recelved By: @93

Sample recsipt criteria checked & accsplable.

Daviations from acceptable sample receipt criteria noted
on PSA form.

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDJ/OR INVALIDATE RESULTSE



General Compliance

Vational Testing
Labora&ones Ltd. ; Order Number: 2077502
S sy Order Date: 05/16/2016 .
Quality WWAWM Sample Number: HlR<355443 TN
1-800-458-3330 Product: Lead Only I
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment §:
Check #:

Lab Comments/Spocial instruations:

Date Sampled }ZEQIA

L 4
Time Sampled:_ _J Plsase Usa Mitary Time, e. 3 00pm = 15 00

Check Time Zone: [QEST Dcsri MST[]PST

Client Mame:

Phone Number: 2)} 3., 8.?15 _ (/qg/ D
Fax é@umi’sw:‘
PWS ID# (if appticable): A> / A State Forms:

1
Sample 1D or Source: DC... O/' &)d ,02:... ? — 34;“9,, ——

Source Type: [] Spring [ Well [g3/Rlunicipal [ Surface Date Received: WYig 0 2016
Other:
b Time Received: 1] : 9.45

City & State: m 1 1 H ) N
= Different than Above) Recelved By:
Sample recsipt criteria checked & accaptable,
Sample Collected %}pr Deviations from acceptable sample receipt criteria noted
on PSA form.

‘{Signature)

Bample Collected By: M;C;u,f @1”&’5

(Please Print)

Form Completad 8y: i i; %g

e oo ,LMJA;& e Shool “Mhe e lotackion T,

Firat dpad

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

National Testing
Laboratories, Ltd; Order Number: 2077502
e B P, Order Date: 05/16/2016
Quality Water Analysis Sample Number: Nl 355644 |
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #:

Date Sampled :ngg_bf /(9

Time Sampled:_ 7 éi Please Usa Millary Time, e g 3:00pm = 15.00
Check Time Zone: (j/ST ClcsTImsT]PST

Metro Deyeane

Clienst Name:

Phone Number: ‘%}% 235{*‘ c/quO

PWE 1D (if applicable)

Fax Mumber:

Sampie ID or Sourc »QQ“:Q‘, wé-’DZ” F

Lab Comments/Special Instruations:

State Forms:

Source Type: [] Spring [ Well nicipal [7] Surface

[[] Other:
“Retroct M

Clty & Btete:

(if Differéint than Abova)

ample Collected By Mﬁ F{“‘"‘;

£

f‘{'nate
Ml " ()37’&6

Sample Collected By:

Lab Sample lm‘oma%ﬁ&{ g 3} 2@}5
Date Recelved: f

Time Recelved:__J} X - Qﬁ
oF

Sample receipt criteria checked & accaplable.

[[] Deviations from acceptable sample recaipt criteria noted
on PSA form.

Recelved By:

{Please Print)

tho] Bieis

Form Completed By: { ““t

4 Snupid ot Ahis Sohoml

e & \otadion HZ

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




Vational Testing
Laboratoﬂes, Ltd

Qu.aldy Waim:A naly.;w

1-800-458-3330 Product:

Sample Paid: No

TSR: EF
Sold To:

G. 8. Group
Monica Starks

17800 Woodward Ave
Detroit Ml 48203

Date Sampled :;ijzgjjé_—

Time Sampled: [ ! Please Use Miiitary Time, 6.9. 3 00pm = 15:00
Check Time Zone: [VEST [JCST[IMSTJPST
Client Hame: Mo %[Ig/f

Order Number:
Order Date:
Sample Number:

General Compliance

2077502

05/16/2016 E“E{B"]

Lead Only 1135945
Payment Method:

For Laboratory Use ONLY

Lab Ascounting Information:

Payment $:
Check #:

Phone Number:

3(3- 835" Y440

Fax Humbear:

PWE ID# (if applicable):

z/*),/fé

Sample 1D or Source: n‘f — OZ-..QEF,O gw—?

Lab Comments/Special Instructions:

State Forms:

Source Type: [[] Spring [} Well Q/ Municipal [7] Surface
[] Other.

ayasee: ot , M

(it oiﬂere:{t than Above)
Sample Collgcted %wWD A@
~ (Signature)
Sample Collected By: i { \M (Zﬁ’{é

Lab Sample lﬁformaﬁWY 2 ﬁ zms

Date Received.
Time Recelved:_/*_: 25
Received By:___ £

Sample receipt criteria chacked & accaptable.

Deviations from accaptable sampls receipt criteria noled
on PSA form.

{Please Prin)

Miche Blies

Form Completed 8y:

Additional Comments:

lvﬁg,:{@a ‘-t:f__z_,__

i:¢ 56’\90l1 S hs 15

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Laboratories, Ltd. Order Number: 2077502
PN i Order Date: 05/16/2016 355446
Quadity Water Analysie  Sample Number: ]| hesandtl ||
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:

iﬁm% Sampled fwMZ ﬂ Pleasa Use Miltary Time. e 9 3:00pm = 15:00
Check Time Zone: [}}{ST [JcsTImMsT]PST

Clisnt ?séam@:‘ “Mg’f*fb 2 o d
Phone Number: S]B—- gg .»(-fl—} b}O

Fax Number:

Sample 1D or Source: {DC,- DZ-— @/&P_,O}w F-«

Source Type: [] Spring [] Well Municipal [] Surface

Date Sampled :é’_é@’mlé

FWES ID¥ (if applicable):

{7 Other:
City & State: D_&%u%’ t\Jl l\,

(If Different than Above)

q

Sample Collected By: MAMD—' ~

) (Signature)
Sample Collected By: ‘\-‘L?}‘ e %{D

) {Please Print)

Mith Btus

Form Complated By:

Lab Comments/Spesial Instructions:

State Forms:

Lab Sample Information:
Dats Received: m\{lg 0 29}5

Time Recelved:__} Y : 3%
Received By:____ B§°

Bampie recsipt critaria checked & accopiabis.
Daviations from acceptable sample recaipt criteria noted
on PSA form.

hes, 1%

0(’!&’;% ‘ﬂ S’:

Additional jmman;:_ o L(' Li pe\tf h&ﬁ{s 6 (‘)\m ( i

Clush %ﬂa#l&

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




